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Abstract
Transient overvoltages appearing at line terminal of power transformer HV windings can cause failure of winding insulation. The
failure can be from winding to ground or between turns or sections of winding. In most of the cases, failure from winding to ground
can be detected by changes in the wave shape of surge voltage appearing at line terminal. However, detection of insulation failure
between turns may be difficult due to intricacies involved in identifications of faults. In this paper, simulation investigations carried
out on a power transformer model winding for identifying faults between turns of winding has been reported. The power transformer
HV winding has been represented by 8 sections, 16 sections and 24 sections. Neutral current waveform has been analyzed for same
model winding represented by different number of sections. The values of α  (‘α’ value is the square root of total ground capacitance
to total series capacitance of winding) considered for windings are 5, 10 and 20. Standard lightning impulse voltage (1.2/50 s
wave shape) have been considered for analysis. Computer simulations have been carried out using software PSPICE version 10.0.
Neutral current and frequency response analysis methods have been used for identification of faults within sections of transformer
model winding.
© 2015 The Authors. Production and hosting by Elsevier B.V. This is an open access article under the CC BY-NC-ND license
(http://creativecommons.org/licenses/by-nc-nd/4.0/).
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1.  Introduction
Appearance of transient overvoltages at the line terminal of HV transformer winding can cause failure of insulation
of the winding. This is because voltage distribution along the length of the winding can be highly non-uniform
depending on the rise time of surge voltages and also ‘α’ value of the winding. Further, there can be large voltage
oscillations of various natural frequencies before the voltage distribution settle down towards steady state behaviour
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mFig. 1. Equivalent circuit of transformer winding for surge voltages.
Blume et al., 1952; Vasutinsky, 1962; Heller and Veverka, 1968; Greenwood, 1971; Kuffel et al., 2000). It is always
ossible that overvoltages appearing between winding and ground and also between turns and sections of winding
an cause insulation failure of winding. Generally insulation failure between winding to ground can be identified by
hanges occurring to the transient voltage waveform as a consequence of fault. However, in case of failure of insulation
etween turns and sections of winding, fault detection may be difficult due to intricacies involved in recording of
easurement parameters (Ansari et al., 2009; Ansari et al., 2010; Grover, 1962; Dick and Erven, 1978; Ryszard and
ertrand, 1988). In order to investigate insulation failure between turns and sections of the winding, studies have
een carried out on transformer model winding. The selected model winding has been represented as constituting of 8
ections, 16 sections and 24 sections for purposes of investigations. For each of these representation α values 5, 10 and
0 have been selected. By carrying out computer simulations of model winding, neutral current waveform have been
btained for 0.75 pu standard lightning impulse voltage (1.2/50 s wave shape) appearing at line terminal for winding
ith and without fault. Simulations have been carried using software PSPICE version 10.0.
.  Transformer  model  winding
For analysis of surge voltage distribution along the length of a HV power transformer winding, the winding can
e represented by an equivalent circuit consisting of many similar sections as shown in Fig. 1 (Blume et al., 1952;
asutinsky, 1962; Heller and Veverka, 1968; Greenwood, 1971). Each section is same and consists of series inductance
L” representing self inductance of winding turns of a section, mutual inductances between sections M12, M21, . .  .,
1,12 M12,1, .  . ., series capacitance Cs representing inter turn insulation and ground capacitance Cg represents insulation
etween turns to ground. Twelve mutual inductances have been used in analysis for winding represented by 8, 16 and
4 sections (Grover, 1962).
.  Simulation  results
Figs. 2 and 3 show neutral current waveforms obtained without fault (IWO) and with fault (IWF) respectively for 16
ections representation of model winding for alpha = 10. The resistance connected between neutral and ground is 5 .
Fig. 4 shows difference in neutral current waveforms (IWF −  IWO). The neutral current difference waveform clearly
hows a region consisting of relatively low oscillations line shifted above zero because of fault in 8th section. The
agnitude of current shift from zero to approximate average current line of low frequency oscillation is of the order
85 A. Similar results have been obtained for alpha values 10 and 20 for both 16 and 24 sections representation and
ault in different section of winding. These results are tabulated in Table 1. We observe from Table 1 the neutral current
ifference magnitudes are predominantly in range of 100–200 A.
However, these results are found be not valid for value of α equal to 5 and for 8 sections representation of same
odel winding even though the neutral current measurement resistance connected between neutral and ground was
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Fig. 2. Neutral current for α = 10 with 16 sections without fault.
Fig. 3. Neutral current for α = 10 with 16 sections with fault in 8th section.
Fig. 4. Difference in neutral current waveforms (IWF − IWO) with 16 sections for α = 10.
Table 1
Neutral current difference magnitudes for α = 10 and 20.
Sl. no. α Value Fault in section from line terminal Neutral current difference magnitude (IWF − IWO) (A)
1 10 1st 190
2 4th 188
3 8th 114
4 12th −907
5 16th −169
6 20 1st 191
7 4th 184
8 8th 219
9 12th −765
10 16th −1330
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Fig. 5. Difference in neutral current waveforms (IWF − IWO) with 8 sections for α = 5.
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±Fig. 6. Frequency response of model winding without fault with 8 sections for α = 5.
00   instead of 5 . For α  value equal to 5, the waveform of (IWF −  IWO) constituted enormous oscillations which
revented identification of relatively steady (very low magnitude oscillations) approximate value of the neutral current
ifference. A representative record of (IWF −  IWO) for 8 sections represented model winding for α = 5 and with fault
n 5th section is shown in Fig. 5.
To overcome this problem, for α  = 5 and 8 sections representation, frequency response analysis was carried out
y recording neutral current magnitudes at various frequencies for an input voltage of 10 V (r.m.s) and the neutral to
round resistance used being 50 . The data were used to calculate response for various frequencies. The response is
hown in Fig. 6 for winding without fault. The same response is shown in Fig. 7 for fault in 5th section of winding.
lso, the details of frequency response for the 8 sections representation of model winding for faults in different sections
for α  = 5) are shown in Table 2. The variation of peaks is in the range of 40% to more than 200% corresponding to first
eak frequency. From this table we observe that with faults in sections of winding, the peak values are considerably
ifferent. However, the frequencies at which the changed magnitudes (peak values) occur do not differ by more than
3.5% with faults in sections as compared to the frequency values at which peak magnitudes occur without fault.
Fig. 7. Frequency response of model winding with fault in 5th section of 8 section model wining for α = 5.
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Table 2
Frequency response data for α = 5.
Sl no. Fault in
section
1st peak 2nd peak 3rd peak 4th peak 5th peak 6th peak
Frequency
(kHz)
Magnitude
(pu)
Frequency
(kHz)
Magnitude
(pu)
Frequency
(kHz)
Magnitude
(pu)
Frequency
(kHz)
Magnitude
(pu)
Frequency
(kHz)
Magnitude
(pu)
Frequency
(kHz)
Magnitude
(pu)
1 No fault 75.7 0.3 131.78 0.27 177.93 0.077 219.94 0.023 250.96 0.067 301.4 0.018
2 1st 77.56 0.43 131.36 0.096 173.78 1.17 209.53 0.061 245.49 0.183 294.19 0.031
3 3rd 75.85 0.789 131.84 0.519 178.29 0.072 214.58 0.028 251.25 0.057 283.01 0.010
4 5th 75.82 0.361 134.91 0.345 117.69 0.176 214.67 0.027 251.27 0.072 275.42 0.0042
5 8th 77.56 0.439 138.62 0.311 181.9 0.116 217.9 0.041 263.98 0.023 316.38 0.0037
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It may be noted here that the alpha value of transformer winding can be measured experimentally and it is also
ossible to obtain the frequency response of winding from suitable low voltage measurement (Dick and Erven, 1978).
.  Conclusions
Simulations and analysis of neutral currents in a transformer model winding with and without faults in sections of
inding has shown that the neutral current magnitudes are considerably high with fault in section of winding for alpha
alues 10 and higher. For these types of windings the magnitude of difference in neutral. Currents with and without
ault provides information about occurrence of fault in winding during tests. For windings having alpha values 5 and
ower, neutral current values do not differ appreciably with occurrence of faults. For these cases, frequency response
nalysis of windings without and with fault can be used for identification of winding with faults.
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